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POSSIBLE CAUSE
STANDBY OPERATION TIMER

F F O Defective indoor air sensor
O F F Defective indoor coil sensor
F O O Defective compressor discharge temperature sensor
F O Malfuctioning of electronic PCB (current protection)
F O Malfuctioning of electronic PCB (temperature protection)
F Malfuctioning of PFC (power factor correction system)
O F O Malfunctioning of the condensate drainage system

LEDS

AUTO-DIAGNOSIS

O = LED OFF

= LED ON

F  = Flashing LED

DIAGNOSTIC TABLE
Models:
ULISSE 13 DCI - SCDF 134 C5I

“PFC" is a special function performed by the power board to manage and control the power supplied to the unit. 
The reporting of this event is to be understood as an automatic protection system against disturbances and instabilities present on the mains supply.
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